
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION 2 

290 BROADWAY 

NOV - 7 2016 NEW YORK, NY 10007-1866 

CERTIFIED MAIL- RETURN RECEIPT REQUESTED 
Article Number: 7016 0910 0000 4441 2225 

Richard Ehlers 
Richie's Gas N Go 
1511 Route 25 (Middle Country Road) 
Ridge, NY 11961 

Re: Underground Injection Control (UIC) Program Regulation 
Request for Information: SDWA-UIC-IR-17-004 
Richie's Gas N Go (UICID: 16NY10305031) 
1511 Route 25 (Middle Country Road) 
Ridge, NY 11961 
Suffolk County 

Dear Mr. Ehlers: 

An inspection of the facility referenced above was conducted on July 15, 2016. The inspection 
revealed that the facility may be operating a large-capacity cesspool well subject to EPA 
jurisdiction under the Safe Drinking Water Act. EPA records indicate that the above-referenced 
facility has not inventoried any underground injection wells as required by 40 Code of Federal 
Regulations (CFR) §§144.26, 144.27 and 144.83(a). EPA records also indicate that the above­
referenced facility has not received authorization to emplace fluids into an underground 
injection well by permit, in accordance with 40 C.P.R. §144.31, or by rule, in accordance with 40 
CFR §§144.24 and 144.84. Failure to operate an injection well under authorization by rule or 
permit constitutes noncompliance with Underground Injection Control (UIC) program 
regulations. The UIC program regulations are designed to assure that the operation of injection 
wells will not contaminate underground sources of drinking water (USDW) and endanger 
human health. 

Specifically, bathroom toilet drain at your facility was found to potentially discharge to an 
injection well such as a drywell, septic system or cesspool as follows: 

Potential cesspool tied to bathroom in service station. More than 20 people (employees 
and cutomers) use the bathroom on a daily basis. 

REQUIRED ACTIONS 

Submit the following information within 30 days of receipt of this letter: 

• Identify the discharge point for the bathroom drains at your facility. Acceptable options 
include as built diagrams of facility showing piping and sanitary discharge system. 
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drain(s) discharge to somewhere other than an injection well or 3) an updated 
plumbing blueprint of the facility verifying where each drain discharges and that none 
discharge to an injection well. 

Failure to respond to this letter truthfully and accurately within thirty (30) days may subject you 
to sanctions authorized by federal law. Please also note that all information submitted by you 
may be used in an administrative, civil judicial, or criminal action. In addition, making a 
knowing submission of materially false information to the U.S. Government may be a criminal 
offense. 

If you have any questions, please contact Charles Hillenbrand of my staff at (212) 637-3951 or 
by e-mail at hillenbrand.charles@epa.gov. 

Sincerely, 

t 
oughlas McKenna, Chief 

Water Compliance Branch 

Enclosures 

cc: Tony Leung, 
NYSDEC, Region 1 
SUNY Stony Brook, 50 Circle Rd 
Stony Brook, NY 11790 

Janet M. Gremli 
Bureau of Environmental Investigation and Remediation 
Office of Pollution Control 
Division of Environmental Quality 
Suffolk County Dept. of Health Services 
15 Horseblock Place 
Farmingville, NY 11738 




